Table 3.1

Effluent Quality

	Parameters
	IEPA Limits 
	Effluent

Average 

	Biochemical Oxygen Demand

(BOD) – Monthly Average
	20 mg/l
	    8 mg/l

	Total Suspended Solids

(TSS)  - Monthly Average
	25 mg/l
	    31 mg/l

	PH
	6-9 SU
	           6.69 SU

	Weak Acid Dissociable Cyanide
	0.046 mg/l
	         0.002 mg/l

	Chlorine Residual
	.05 mg/l
	        0.009  mg/l

	Fecal Coliform
	400/100 ml
	            243  ml


